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Interconnection Cable, use
CAT5 or CAT5e cable,

750feet MAXIMUM length NOTES:

1. Interconnection Cable, use CATS or CATSe cable, 750 feet MAXIMUM length.
2. Only 2 CX Panels can be interconnected together.

3. Locate Option connectors on CX CPU Board. Verify Key alignment and firmly press
board into place.

4. Caution: ALWAYS remove supply power to the Panel control Transformer prior to
making any connections between relay boards and panel processor board. Failure
to do so may result in personnel injury, damage to the panel, and void its warranty. CX

5.  WARNING: Failure to install cards in the proper panel and correct orientation can
damage panels and VOID Equipment WARRANTY. 1




